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(2) Mounting Holes

for M5 [#10] Screws.
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□ Denotes A-Z

Note: Refer to applicable codes and standards for proper wire type and size.
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Refer to DD.GA50.CONTROLBOARD

drawing for Control Circuit Board details
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EMC Filter Switch

See Detail A

EMC FILTER SWITCH

OFF ON
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Minimum Installation Clearances

Scale 1:3

Panel Cutout

For External Heatsink Mounting Configuration

Scale 1:2
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Notes:

   Exposed heatsink minimum clearance = 43.5 [1.71].

   Refer to external heatsink instructions document for additional details.

Note:

  For alternate mounting configurations, consult manual.
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