1 | 2 | 3 4 5 | 6 | 7 8

(3) EXTERNAL

COOLING FANS \ LIFTING AND EYEBOLT DETAILS

20.98 ‘
[225]

[41.5]

M10 THREAD - NOTE:

SPREADER BAR REQUIRED TO
AVOID DAMAGE DURING LIFTING

232 (4)-MOUNTING HOLES
[589.2] / FOR 1/2"[M12] SCREWS 67
17047 |
15.78 [ | 263: 0.55 482
[400.9] [60] r [14] [122.5]
———I—
TR .
o = | IR
Q o NAMEPLATE
< =
%
™M =L 0 = —_—
< ™= 0 W 0 o
ERSE B 58
0 = N = =
38 §
@ — o &
boor = \ 2%
¢
n = ~— DIGITAL OPERATOR
8 8
1 3| —
o & 0.13
‘S_r’g = 32]
JUNTHNRRE
FRONT VIEW } o7
2[6553 1[:71']/ [9.5] 0.11 13.78
HORIZONTAL MTG DIM [3] [3501
BOTTOM CONDUIT ENTRY
8 i 4 i HEAT LOSS (W)
o & | MODEL # | o0 e | OUTPUT |wWEIGHT | oo
CIMR-PU CURRENT (A) | LBS (Kg)
NE (VAC) INT | EXT | TOT
-2 2A0415FXX| 200/240 415 238(108) | 954 | 2672 | 3626
NOTES: INT=INTERNAL COMPONENTS
XX DENOTES AA-ZZ EXT=EXTERNAL HEATSINK
03 19.69 03 TOT=TOTAL
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TERMINAL AND WIRING DETAILS (SCALE 1:8)
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SECTION B-B
TERMINAL AND WIRE SPECIFICATIONS FOR 3x0.20=0.6
MAIN CIRCUIT AND GROUND 04 [15.2]
G .
[2.5]
MODEL # TERMINAL TERMINAL| CLAMPING TORQUE
CIMR-PU SYMBOL SCREW Ib.in.(N.m.) 2.53 3x0.20=0.6
— RIL1, S/L2, TIL3 [64.1] [15.2]
U/T1, V/T2, WIT3 M12  |283.2TO 354.0 (32 TO 40) ?'52_51 5x0.197=0 98
2A0415 Q,®1 0.1 [29]
H @3 M10  |159.3 TO 203.6 (18 TO 23) [2'.5] 10x0.197=1.97
@ M12  1283.2 TO 354.0 (32 TO 40) [50]
NOTE: REFER TO APPLICABLE CODES FOR PROPER WIRE TYPE AND SIZE | 10x0.197=1.97
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MINIMUM INSTALLATION CLEARANCES (SCALE 1:15)
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F PANEL CUTOUT FOR EXTERNAL HEATSINK
MOUNTING CONFIGURATION (SCALE 1:15)
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' D=5.12" MINUS PANEL THICKNESS _f
0.67
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